
BUILDING 10

CUT CAP AND MAKE SAFE
EXISTING 4" CHILLED WATER
SUPPLY AND RETURN

REMOVER BY BUILDING
#10 DEMOLITION
CONTRACTOR

2" HWS

2" HWR

1 1/4"

4" CHWR

4" CHWS

INSTRUMENT AIR LINE

6" CHWS

6" CHWR

T

EXISTING TEMP
SENSOR TO

REMAIN

UHS

1
1

1" STEAM DOWN IN WALL TO
RADIATION, 1-½" DOWN AT SAME
LOCATION AND CONNECT TO EXISTING
CONDENSATE DRAIN

1" LPS

CUT AND REMOVE RADIATION FROM
NEW DOORWAY.  CAP PIPING AT
RADIATION

EXTEND 1" STEAM LINE AWAY FROM
NEW DOORWAY

KEYED NOTES

1. MOUNT UNIT AS HIGH AS POSSIBLE, CLEAR OF UNLOADING AREA.

2. NEW 1" STEAM AND 1" CONDESATE DRAIN FROM NEW UNIT HEATER, CONNECT TO
EXISTING STEAM AND CONDENSATE DRAIN LINES.

1

3

G

12

2
7

8

6

4

5

DRAWING NUMBER

DRAWING TITLE

PROJECT NUMBER.....

DRAWN BY..................

SCALE..........................

DATE............................

KEY PLAN

STAMP

C
LI

E
N

T 
IN

F
O

R
M

A
TI

O
N

C
O

N
S
U

LT
A

N
T 

IN
F
O

R
M

A
TI

O
N

As indicated

2H-100

10/19/2015

Author

SAR15A.00

HVAC PIPING AND
DUCTWORK PART PLAN
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Building 2 - Basement - HVAC Demo
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Building 2 - Level 3 - HVAC
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